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15 Year Analysis Result – 2023 RTEP
• M14B Requirement: Long-term deliverability 

analysis to identify the following needs for 
inclusion in the RTEP:

– New 230 kV or 345 kV circuits to support load growth in 
years 6 through 8

– Right-of way acquisition for any new 230 kV or 345 kV 
circuits to support load growth in years 9 and 10

– New 500 kV or greater circuits to support load growth in 
years 6 through 12

• Study Result
– PJM identified 21 potential overloads at 230 kV level in 

years 6 through 10, and 7 potential overloads at 500 kV 
level in years 6 through 11

– PJM will continue monitoring these longer term needs as 
they further materialize and consider (among others):

§ Right sizing near term solutions
§ Monitor the developing need trend and certainty of 

development
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